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CERTIFICATIONS

[, John R. Rockhold, being a qualified groundwater scientist and Registered Geologist in the State of
Missouri, do hereby certify that the 2025 Annual Groundwater Monitoring and Corrective Action Report
for the CCR Landfill at the latan Generating Station was prepared by me or under my direct supervision
and fulfills the requirements of 40 CFR & 257.90(e).
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SCS Engineers

I, Daniel Aaron Wiens, being a qualified licensed Professional Engineer in the State of Missouri, do
hereby certify that the 2025 Annual Groundwater Monitoring and Corrective Action Report for the CCR
Landfill at the latan Generating Station was prepared by me or under my direct supervision and fulfills
the requirements of 40 CFR 8 257.90(e).

Daniel Aaron Wiens, P.E.
SCS Engineers
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1 INTRODUCTION

This 2025 Annual Groundwater Monitoring and Corrective Action Report was prepared to support
compliance with the groundwater monitoring requirements of the “Coal Combustion Residuals (CCR)
Final Rule” (Rule) published by the United States Environmental Protection Agency (USEPA) in the
Hazardous and Solid Waste Management System; Disposal of Coal Combustion Residuals from
Electric Utilities; Final Rule, dated April 17, 2015 (USEPA, 2015), and subsequent
revisions/amendments. Specifically, this report was prepared for Evergy Metro, Inc. (Evergy) to fulfill
the requirements of 40 CFR § 257.90(e). The applicable sections of the Rule are provided below in
italics, followed by applicable information relative to the 2025 Annual Groundwater Monitoring and
Corrective Action Report for the CCR Landfill at the latan Generating Station.

1.1 § 257.90(e)(6) SUMMARY

A section at the beginning of the annual report that provides an overview of the current status
of groundwater monitoring and corrective action programs for the CCR unit. At a minimum, the
summary must specify all of the following:

1.1.1 § 257.90(e)(6)(i) Initial Monitoring Program
At the start of the current annual reporting period, whether the CCR unit was operating under the
detection monitoring program in § 257.94 or the assessment monitoring program in 8 257.95;

At the start of the current annual reporting period, (January 1, 2025), the CCR Landfill was
operating under an assessment monitoring program in compliance with § 257.95.

1.1.2 § 257.90(e)(6)(ii) Final Monitoring Program

At the end of the current annual reporting period, whether the CCR unit was operating under the
detection monitoring program in 8§ 257.94 or the assessment monitoring program in § 257.95;

At the end of the current annual reporting period, (December 31, 2025), the CCR Landfill was
operating under an assessment monitoring program in compliance with § 257.95.

1.1.3 § 257.90(e)(6) (i) Statistically Significant Increases

If it was determined that there was a statistically significant increase over background for one or more
constituents listed in Appendix Il to this part pursuant to § 257.94(e):

(A) Identify those constituents listed in Appendix Il to this part and the names of the monitoring wells
associated with such an increase; and

Detection monitoring statistics were not performed because the CCR Landfill was in assessment
monitoring during 2025.

(B) Provide the date when the assessment monitoring program was initiated for the CCR unit.

The assessment monitoring program was initiated on June 26, 2024, and the initial assessment
monitoring sampling event was performed on August 20, 2024.
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1.1.4 § 257.90(e)(6)(iv) Statistically Significant Levels

If it was determined that there was a statistically significant level above the groundwater protection
standard for one or more constituents listed in Appendix IV to this part pursuant to §
257.95(g) include all of the following:

(A) Identify those constituents listed in Appendix IV to this part and the names of the monitoring wells
associated with such an increase;

Monitoring Event Monitoring Well Constituent D’:;‘:;%T;?;’E;?l&;%)
Fall 2024 MW-1 Lithium Successful
Fall 2024 MW-10 Arsenic Successful
Spring 2025 MW-8 Lithium Successful

(B) Provide the date when the assessment of corrective measures was initiated for the CCR unit;
Not applicable because an assessment of corrective measures was not required for the CCR Unit.

(C) Provide the date when the public meeting was held for the assessment of corrective measures for
the CCR unit; and

Not applicable because an assessment of corrective measures was not performed for the CCR
Unit.

(D) Provide the date when the assessment of corrective measures was completed for the CCR unit.

Not applicable because an assessment of corrective measures was not performed for the CCR
Unit.

1.1.5 § 257.90(e)(6)(v) Selection of Remedy

Whether a remedy was selected pursuant to § 257.97 during the current annual reporting period, and
if so, the date of remedy selection;

Not applicable because corrective measures were not required.

1.1.6 § 257.90(e)(6)(vi) Remedial Activities

Whether remedial activities were initiated or are ongoing pursuant to 8 257.98 during the current
annual reporting period.

Not applicable because corrective measures were not required.
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2  §257.90(e) ANNUAL REPORT REQUIREMENTS

For existing CCR landfills and existing CCR surface impoundments, no later than January 31,
2018, and annually thereafter, the owner or operator must prepare an annual groundwater
monitoring and corrective action report. For new CCR landfills, new CCR surface impoundments,
and all lateral expansions of CCR units, the owner or operator must prepare the initial annual
groundwater monitoring and corrective action report no later than January 31 of the year
following the calendar year a groundwater monitoring system has been established for such CCR
unit as required by this subpart, and annually thereafter. For CCR management units, the owner
or operator must prepare the initial annual groundwater monitoring and corrective action report
no later than January 31, 2029, and annually thereafter. For the preceding calendar year, the
annual report must document the status of the groundwater monitoring and corrective action
program for the CCR unit, summarize key actions completed, describe any problems
encountered, discuss actions to resolve the problems, and project key activities for the upcoming
year. For purposes of this section, the owner or operator has prepared the annual report when
the report is placed in the facility’s operating record as required by 8 257.105(h)(1). At a
minimum, the annual groundwater monitoring and corrective action report must contain the
following information, to the extent available:

2.1 §257.90(e)(1) SITE MAP

A map, aerial image, or diagram showing the CCR unit and all background (or upgradient) and
downgradient monitoring wells, to include the well identification numbers, that are part of the
groundwater monitoring program for the CCR unit;

A site map with an aerial image showing the CCR Landfill and all background (or upgradient) and
downgradient monitoring wells with identification numbers for the CCR Landfill groundwater
monitoring program is provided as Figure 1 in Appendix A.

2.2 §257.90(e)(2) MONITORING SYSTEM CHANGES

Identification of any monitoring wells that were installed or decommissioned during the preceding
year, along with a narrative description of why those actions were taken;

Four new upgradient groundwater monitoring wells were installed as part of an alternative source
demonstration. However, these new upgradient monitoring wells were not incorporated into the
certified groundwater monitoring network in 2025. These new wells will be incorporated into the
certified groundwater monitoring network in 2026. No wells were decommissioned as part of the
CCR groundwater monitoring program for the CCR Landfill in 2025.

2.3 §257.90(e)(3) SUMMARY OF SAMPLING EVENTS

In addition to all the monitoring data obtained under 88 257.90 through 257.98, a summary including
the number of groundwater samples that were collected for analysis for each background and
downgradient well, the dates the samples were collected, and whether the sample was required by
the detection monitoring or assessment monitoring programs;

Assessment monitoring was conducted during the reporting period (2025). Assessment
monitoring groundwater samples were collected in May 2025 and analyzed for Appendix lll
detection monitoring constituents and the Appendix IV assessment monitoring constituents
detected during the annual assessment monitoring event performed in August 2024. Annual
assessment monitoring groundwater samples collected in August 2025 were analyzed for the full
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list of Appendix IV assessment monitoring constituents. Samples collected in November 2025
were analyzed for Appendix Il detection monitoring constituents and Appendix IV assessment
monitoring constituents detected during the August 2025 annual assessment monitoring event.
Results of the sampling events are provided in Appendix B, Table 1 (Appendix Il Detection
Monitoring and Required Appendix IV Assessment Monitoring Results), and Table 2 (Groundwater
Monitoring Field Measurements). These tables include the Fall 2024 first and second verification
sample data collected and analyzed in 2025, the Spring 2025 semiannual assessment monitoring
data (May 2025), the annual Appendix IV assessment monitoring data (August 2025), and the Fall
2025 semiannual assessment monitoring data (November 2025). The dates of sample collection
and the monitoring program requiring the sample are also provided in these tables.

2.4 §257.90(e)(4) MONITORING TRANSITION NARRATIVE

A narrative discussion of any transition between monitoring programs (e.g., the date and
circumstances for transitioning from detection monitoring to assessment monitoring in addition to
identifying the constituent(s) detected at a statistically significant increase over background levels);

Not applicable because the latan CCR Landfill did not transition between monitoring programs in
2025.

2.5 §257.90(e)(5) OTHER REQUIREMENTS

Other information required to be included in the annual report as specified in 8 257.90 through
§ 257.98.

A summary of potentially required information and the corresponding section of the Rule is
provided in the following sections.

2.5.1 § 257.90(e) Program Status

Status of Groundwater Monitoring and Corrective Action Program.

The groundwater monitoring and corrective action program is in assessment monitoring.
Summary of Key Actions Completed.

a. Completion of the 2024 Annual Groundwater Monitoring and Corrective Action Report,

b. Completion of the Fall 2024 verification sampling and analyses per the certified statistical
method,

(@]

. Completion of the statistical evaluation of the Fall 2024 semiannual assessment monitoring
sampling and analysis event per the certified statistical method,

o

.Completion of the Spring 2025 semiannual assessment monitoring sampling and analysis
event,

]

. Completion of a successful alternative source demonstration for the Fall 2024 semiannual
assessment monitoring sampling and analysis event,

—h

. Completion of the annual assessment monitoring sampling and analysis event,
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g. Initiation of the Fall 2025 semiannual assessment monitoring, sampling and analysis event, and

h. Completion of a successful alternative source demonstration for the Fall 2024 semiannual
assessment monitoring sampling and analysis event.

Description of Any Problems Encountered.

No noteworthy problems were encountered.
Discussion of Actions to Resolve the Problems.

Not applicable because no noteworthy problems were encountered.
Projection of Key Activities for the Upcoming Year (2026).

* Completion of verification sampling and data analysis (if applicable).
e Statistical evaluation of Fall 2025 assessment monitoring sampling and analysis event.

e Preparation of an alternative source demonstration for the Fall 2025 assessment
monitoring sampling and analysis event (if applicable).

e Semiannual Spring and Fall 2026 and the Annual 2026 groundwater sampling and
analysis events.

e Completion of the statistical evaluation of the Spring 2026 assessment monitoring
sampling and analysis event.

e Preparation of an alternative source demonstration for the Spring 2026 assessment
monitoring, sampling and analysis event (if applicable).

e Continued background sampling of upgradient wells for future inclusion in a revised
certified groundwater monitoring network.

e Transition from intrawell statistical methodology to interwell statistical methodology.

252 § 257.94(d)(3) Demonstration for Alternative Detection
Monitoring Frequency

The owner or operator must obtain a certification from a qualified professional engineer or approval
from the Participating State Director or approval from EPA where EPA is the permitting authority
stating that the demonstration for an alternative groundwater sampling and analysis frequency meets
the requirements of this section. The owner or operator must include the demonstration providing the
basis for the alternative monitoring frequency and the certification by a qualified professional
engineer or the approval from the Participating State Director or approval from EPA where EPA is the
permitting authority in the annual groundwater monitoring and corrective action report required by
§257.90(e).

Not applicable because an alternative monitoring frequency for detection monitoring and
certification was not pursued.

2.5.3 § 257.94(e)(2) Detection Monitoring Alternate Source
Demonstration

The owner or operator may demonstrate that a source other than the CCR unit caused the statistically
significant increase over background levels for a constituent or that the statistically significant
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increase resulted from error in sampling, analysis, statistical evaluation, or natural variation in
groundwater quality. The owner or operator must complete the written demonstration within 90 days
of detecting a statistically significant increase over background levels to include obtaining a
certification from a qualified professional engineer or approval from the Participating State Director
or approval from EPA where EPA is the permitting authority verifying the accuracy of the information
in the report. If a successful demonstration is completed within the 90-day period, the owner or
operator of the CCR unit may continue with a detection monitoring program under this section. If a
successful demonstration is not completed within the 90-day period, the owner or operator of the CCR
unit must initiate an assessment monitoring program as required under 8 257.95. The owner or
operator must also include the demonstration in the annual groundwater monitoring and corrective
action report required by § 257.90(e), in addition to the certification by a qualified professional
engineer or approval from the Participating State Director or approval from EPA where EPA is the
permitting authority.

The CCR Landfill is in assessment monitoring; therefore, a detection monitoring alternative source
demonstration (ASD) or certification is not applicable.

2.5.4 § 257.95(c)(3) Demonstration for Alternative Assessment
Monitoring Frequency

The owner or operator must obtain a certification from a qualified professional engineer or approval
from the Participating State Director or approval from EPA where EPA is the permitting authority
stating that the demonstration for an alternative groundwater sampling and analysis frequency meets
the requirements of this section. The owner or operator must include the demonstration providing the
basis for the alternative monitoring frequency and the certification by a qualified professional
engineer or the approval from the Participating State Director or the approval from EPA where EPA is
the permitting authority in the annual groundwater monitoring and corrective action report required
by 8 257.90(e).

Not applicable because an alternative monitoring frequency for assessment monitoring and
certification was not pursued.

2.5.5 § 257.95(d)(3) Assessment Monitoring Concentrations and
Groundwater Protection Standards

Include the recorded concentrations required by § 257.95(d)(1) [parameters in Appendix Il to this
part and for those constituents in Appendix IV to this part that are detected in response to paragraph
§ 257.95(b)], identify the background concentrations established under § 257.94(b), and identify the
groundwater protection standards established under 8 257.95(d)(2) in the annual groundwater
monitoring and corrective action report required by 8 257.90(e).

The concentrations of Appendix Il and detected Appendix IV constituents from the assessment
monitoring are provided in Appendix B, Table 1 and Table 2. The established groundwater
protection standards (GWPSs) as applicable for future evaluations are provided in Appendix B,
Table 3.

The GWPSs for Appendix IV constituents were set equal to the highest value of the maximum
contaminant level (MCL), concentrations specified by 8 257.95(h)(2), or background
concentrations. The background concentrations for each of the Appendix IV constituents were
determined following the prediction limit statistical procedures as specified in the “Statistical
Method Certification by A Qualified Professional Engineer” dated October 12, 2017. The resulting
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GWPS for Appendix IV constituents are provided in Table 3 in Appendix B along with the Appendix
IV constituent background samples collected over nine sampling events between August 2016
and October 2017.

2.5.6 § 257.95(9)(3)(ii) Assessment Monitoring Alternate Source
Demonstration

Demonstrate that a source other than the CCR unit caused the contamination, or that the statistically
significant increase resulted from error in sampling, analysis, statistical evaluation, or natural
variation in groundwater quality. Any such demonstration must be supported by a report that includes
the factual or evidentiary basis for any conclusions and must be certified to be accurate by a qualified
professional engineer or approval from the Participating State Director or approval from EPA where
EPA is the permitting authority. If a successful demonstration is made, the owner or operator must
continue monitoring in accordance with the assessment monitoring program pursuant to this section,
and may return to detection monitoring if the constituents in Appendix Ill and Appendix IV of this part
are at or below background as specified in paragraph (e) of this section. The owner or operator must
also include the demonstration in the annual groundwater monitoring and corrective action report
required by 8 257.90(e), in addition to the certification by a qualified professional engineer or the
approval from the Participating State Director or approval from EPA where EPA is the permitting
authority.

The following alternative source demonstration reports are provided in Appendix C:

C.1 CCR Landfill Groundwater Monitoring Alternative Source Demonstration, November 2024
Groundwater Event (July 2025).

C.2 CCR Landfill Groundwater Monitoring Alternative Source Demonstration, May 2025
Groundwater Event (December 2025).

2.5.7 § 257.96(a) Demonstration for Additional Time for
Assessment of Corrective Measures

Within 90 days of finding that any constituent listed in appendix IV to this part has been detected at a
statistically significant level exceeding the groundwater protection standard defined under
§ 257.95(h), or immediately upon detection of a release from a CCR unit, the owner or operator must
initiate an assessment of corrective measures to prevent further releases, to remediate any releases
and to restore affected area to original conditions. The assessment of corrective measures must be
completed within 90 days, unless the owner or operator demonstrates the need for additional time to
complete the assessment of corrective measures due to site-specific conditions or circumstances.
The owner or operator must obtain a certification from a qualified professional engineer attesting that
the demonstration is accurate. The 90-day deadline to complete the assessment of corrective
measures may be extended for no longer than 60 days. The owner or operator must also include the
demonstration in the annual groundwater monitoring and corrective action report required by
§ 257.90(e), in addition to the certification by a qualified professional engineer or the approval from
the Participating State Director or approval from EPA where EPA is the permitting authority.

Not applicable because an assessment of corrective measures was not required.

2.6 §257.90(e)(6) OVERVIEW SUMMARY

A section at the beginning of the annual report that provides an overview of the current status
of groundwater monitoring and corrective action programs for the CCR unit.

§ 257.90(e)(6) is addressed in Section 1.1 of this report.
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3  SUPP

LEMENTAL INFORMATION AND DATA

In addition to the requirements listed in § 257.90(e), supplemental information has been included in
this section in recognition of comments received by Evergy from the USEPA on January 11, 2022. The
USEPA indicated in their comments that the GWMCA Report contain the following:

e Results
Append

of laboratory analysis of groundwater or other environmental media samples for § 257
ix 1l and Appendix IV constituents or other constituents, such as those supporting

characterization of site conditions that may ultimately affect a remedy;

* Required statistical analysis performed on laboratory analysis results; and
e Calculated groundwater flow rate and direction.

This information is not specifically referred to in 8§ 257.90(e) for inclusion in the GWMCA Reports;
however, it is routinely collected, determined and maintained in Evergy’s files and is being provided
with in this GWMCA report. This supplemental information and data are provided as specified below:

e Laboratory Analytical Reports (Appendix D):

Includes laboratory data packages with supporting information such as case narrative, sample
and method summary, analytical results, quality control, and chain-of-custody documentation.
The laboratory data packages for the following sampling events are provided:

o January 2025 - First verification sampling for the Fall 2024 assessment monitoring
event.

o February 2025 - Second verification sampling for the Fall 2024 assessment
monitoring event.

o February 2025 - Initial sampling of new upgradient alternative source demonstration
wells.

o March 2025 - Leachate and miscellaneous surface water sampling for alternative
source demonstration

o March 2025 - Second sampling of new upgradient alternative source demonstration
wells and additional confirmation sampling.

o May 2025 - Spring 2025 semiannual assessment monitoring sampling event.

o May 2025 - Third sampling of new upgradient alternative source demonstration wells.

o May 2025 - Geoprobe® sampling event for alternative source demonstration.

o June 2025 - Fourth and fifth sampling of new upgradient alternative source
demonstration wells.

o June 2025 - Leachate sampling for alternative source demonstration.

o June 2025 - First verification sampling for Spring 2025 assessment monitoring event.

o August 2025 - First verification sampling for Spring 2025 assessment monitoring
event.

o August 2025 - Annual assessment monitoring event.

o August 2025 - Leachate sampling for alternative source demonstration.

o August 2025 - Sixth sampling of new upgradient alternative source demonstration
wells.

o November 2025 - Fall 2025 semiannual assessment monitoring sampling event.
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o November 2025 - Seventh sampling of new upgradient alternative source
demonstration wells.

e Statistical Analyses (Appendix E):

Includes a summary of statistical results, prediction limit plots, prediction limit background
data, assessment sample results, first and second verification re-sample results (when
applicable), extra sample results for pH (collected as part of the approved sampling
procedures), input parameters, and a Prediction Limit summary table. Statistical analyses
completed in 2025 included the following:

o Fall 2024 semiannual assessment monitoring statistical analyses.

o Spring 2025 semiannual assessment monitoring statistical analyses.

e Groundwater Potentiometric Surface Maps (Appendix A):

Includes revised groundwater potentiometric surface maps with the measured groundwater
elevations at each well and the generalized groundwater flow direction and the calculated
groundwater flow rate. Maps for the following sampling events are provided:

o Figure 2 - Spring 2025 semiannual assessment monitoring sampling event

o Figure 3 - August 2025 annual assessment monitoring sampling event

o Figure 4 - Fall 2025 semiannual assessment monitoring sampling event
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4  GENERAL COMMENTS

This report has been prepared and reviewed under the direction of a qualified groundwater scientist
and qualified professional engineer. The information contained in this report is a reflection of the
conditions encountered at the latan Generating Station at the time of fieldwork. This report includes
a review of and compilation of the required information and does not reflect any variations of the
subsurface, which may occur between sampling locations. Actual subsurface conditions may vary and
the extent of such variations may not become evident without further investigation.

Conclusions drawn by others from the result of this work should recognize the limitations of the
methods used. Please note that SCS Engineers does not warrant the work of regulatory agencies or
other third parties supplying information used in the assimilation of this report. This report is prepared
in accordance with generally accepted environmental engineering and geological practices, within the
constraints of the client’s directives. It is intended for the exclusive use of Evergy Metro, Inc. for
specific application to the latan Generating Station CCR Landfill. No warranties, express or implied,
are intended or made.
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CASE NARRATIVE

All sample aliquots were received at the correct temperature, in the proper containers, with the
appropriate preservatives, and within method specified holding times, unless qualified or notated within
the report. Where applicable, all MDL (LOD) and RDL (LOQ) values reported for environmental samples
have been corrected for the dilution factor used in the analysis. All Method and Batch Quality Control
are within established criteria except where addressed in this case narrative, a non-conformance form
or properly qualified within the sample results. By my digital signature below, | affirm to the best of my
knowledge, all problems/anomalies observed by the laboratory as having the potential to affect the
quality of the data have been identified by the laboratory, and no information or data have been
knowingly withheld that would affect the quality of the data.

Jeff Carr

Project Manager

ACCOUNT: PROJECT: SDG: DATE/TIME:
SCS Engineers - KS 27225105.00-1 11856485 05/22/2515:58
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CASE NARRATIVE

All sample aliquots were received at the correct temperature, in the proper containers, with the
appropriate preservatives, and within method specified holding times, unless qualified or notated within
the report. Where applicable, all MDL (LOD) and RDL (LOQ) values reported for environmental samples
have been corrected for the dilution factor used in the analysis. All Method and Batch Quality Control
are within established criteria except where addressed in this case narrative, a non-conformance form
or properly qualified within the sample results. By my digital signature below, | affirm to the best of my
knowledge, all problems/anomalies observed by the laboratory as having the potential to affect the
quality of the data have been identified by the laboratory, and no information or data have been
knowingly withheld that would affect the quality of the data.

Jeff Carr

Project Manager
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soeanatica’  ANALY TICAL REPORT

July 01, 2025
2
Tc
3
Ss
SCS Engineers - KS
4
Sample Delivery Group: 11865346 Cn
Samples Received: 06/03/2025 SSr
Project Number: 27225500.00- A
6
Description: Evergy latan Gen Station LF GW 2025 Qc
7
Gl
Report To: Jason Franks
8575 W. 110th Street °Al
Overland Park, KS 66210 .
Sc

Entire Report Reviewed By: , - S/

Jeff Carr

Project Manager

Results relate only to the items tested or calibrated and are reported as rounded values. This test report shall not be
reproduced, except in full, without written approval of the laboratory. Where applicable, sampling conducted by Pace
Analytical National is performed per guidance provided in laboratory standard operating procedures ENV-SOP-MTJL-0067 and
ENV-SOP-MTJL-0068. Where sampling conducted by the customer, results relate to the accuracy of the information provided,
and as the samples are received.

Pace Analytical National
12065 Lebanon Rd Mount Juliet, TN 37122 615-758-5858 800-767-5859 mydata.pacelabs.com
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Company Name/Address: Billing Information: Apalysis / Container [ Preservative Chain of Custody Pase___of
SCS Engineers - KS Accounts Payable Pres '
8575 W. 110th Street b ace
8575 W. lloth Street Overland Park' Ks 66210 PEDPLE ADVANCING SCIEMCE
Overland Park, KS 66210 E :
Report to: Email To: MT JULIET, TN
Jason Franks 913-681-0030 iiranks@.sclseI:Isinee.n.coin;jrockhold@scsengine = |- = :::;sull::::: M e Ran
= i and acceptance of the
Project Description: City/State Please Circle: o o 2 g e e
Evergy latan Gen Station LF GW 2025 Collected: %6{‘:;(4 H 0 PT MT @ET % § e com/hubls/pas-stancar¢
Client Project # Lab Project # = | ° = =
Regulatory Program(DOD,RCRA,DW, etc): 2'7 225’;’]0. S AQU AJOPKS-I i $ b = = “U% m Sl{(p
=] o
llected by (print): Site/Facility ID # P.O.# g EI B1 35
Collected by (prin ite/Facili .0. .
Mets Und'er Btren SN E scctnum: AQUAOPKS i
Collected by (signature): Rush? (Lab MUST Be Notified) Quote # p iy ";ﬁw eTm7350
MM&( __ SameDay ____FiveDay o | N prelogin: 91156127
___NextDay ___50Day (Rad Only) Date Resulfs Needed g < DM: 206 - Jeff Carr
Immediately . TwoDay ____10Day(Rad Only) No. o« =
Packedonlce N ’( Yﬁ_ ___ ThreeDay ___ STDTAT 51‘4 | : ﬁ- ﬁ- PB _':C
i * i Cntrs Y Shipped Via: FedEX Priority
Sample ID Comp/Grab | Matrix Depth Date Time & & s ] e
e |« =1
MW-11 =1 =
i Grab | "W | VA |G /2/25[1948 |3 | X | X :
MW-12 ] NPW )3'15 3 X | X
MW-13 8 / NPW | 905 3| X | X
w14 Lo 308 NPW 1200 |3 | X | X '
[ouPLICATE ‘/ NPW 'SLE a x| x
Ms NPW BI{S 3 X _ X
MSD o NPW 5 ,3“15 3 X | X
* Matrix: £, Remarks: RA 226/228 - Report separately and combined. ist
SS - Soil  AIR-Air  F-Filter PH Temp % :f;ie gizzz::r;ﬁ:?am _Ne X'y _s
GW - Groundwater B - Bioassay Elow Other Bottles arrive intact: 7
WW - WasteWater Correct bottles used: _{{_N
DW OD:nkinB Water Samples returned via: Sk l Sufficient volume sent: _v(_N
s __UPS __FedEx __Courier 3 g% VOA Zero Headspace: 2y N
Relinquished va Date: Time: Received by: (Signature) Trip Blank Received: ;;;sx::;o:ccgz;:?:iChsamd ég :
HO eol 3 3
T |4/2/25 | 1730 m
Relmqunshed by : (Signature) Date: Time: Received by: (Signature) Temp: oc Bottles ﬁecefvtd If preservation required by Logip:_patemme
Relinquished by : (Signature) Date: Time: 3 - Time: Hold: Condityfn:
ooy e o

















































































































































































































































































































































MW-7 SAMPLE RESULTS - 04

Collected date/time: 08/28/25 09:50 L1894041
Wet Chemistry by Method 9056A
Result Qualifier RDL Dilution  Analysis Batch
Analyte ug/l ug/l date / time :
Fluoride 353 150 1 09/03/2025 21:26 WG2591669 Tc
Mercury by Method 7470A 355
Result Qualifier RDL Dilution  Analysis Batch
Analyte ug/l ug/l date / time 4Cn
Mercury ND 0.200 1 09/04/2025 16:33 WG2592930

Metals (ICP) by Method 6010D

Result Qualifier RDL Dilution  Analysis Batch c
Analyte ug/l ug/! date / time Qc
Barium 274 5.00 1 09/04/2025 21:46 WG2593388
Chromium ND 10.0 1 09/04/2025 21:46 WG2593388 7G|
Lithium 40.7 15.0 1 09/04/2025 21:46 WG2593388
Molybdenum ND 5.00 1 09/04/2025 21:46 WG2593388 5

Al

Metals (ICPMS) by Method 6020B

Result Qualifier RDL Dilution  Analysis Batch 9SC
Analyte ug/l ug/l date / time
Antimony ND 4.00 1 09/23/202519:25 WG2593393
Arsenic 6.75 2.00 1 09/23/202519:25 WG2593393
Beryllium ND 2.00 1 09/23/202519:25 WG2593393
Cadmium ND 1.00 1 09/23/202519:25 WG2593393
Cobalt ND 2.00 1 09/23/202519:25 WG2593393
Lead ND 2.00 1 09/23/202519:25 WG2593393
Selenium ND 2.00 1 09/23/202519:25 WG2593393
Thallium ND 2.00 1 09/23/202519:25 WG2593393
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Company Name/Address: Billing Information: Apalysis / ¢/ Pr | Chain of Custody ~ Page _\of
SCS Engineers - KS Accounts Payable Pres '
8575 W. 110th Street ok ;
8575 W. 110th Street Overland Park, KS 66210 ace
Overland Park, KS 66210 _.5: PEOPLE ADVANCING SCIENCE
&5 i
Report to: Email To: e MT JULIET, TN
Jason Franks 913-681-0030 ]franksosuemmeers com,jrockholdosuengine | ::re“s;:::m Mm:.i.::; 22:“
Project Description: City/State Please gcle: oot T
Evergy latan Gen Station LF GW 2024 Collected: \U\*Q\\]\ \“\% PT MT @ €T !ruuu;;m pacelabscom/hubfs/pas standard
Client Project # Lab Project # f—
Regul P DOD,RCRA,DW,etc): £
S " 127224500.00- H AQUAOPKS-IATAN g *
&« | O
ected by rint): Site/Facility 1D # P.O.# * i =
AW T
i 8w
Cﬂ"med by (signature): Rush? (Lab MUST Be Notified) ~ |Quote # | a i
__ SameDay ___FiveDay EE
__ NextDay ___5 Day(RadOnly) Date Results Needed | S Lo -
Im ately __ TwoDay ____ 10 Day (Rad Only) No. R E FUpMES ﬁ,'..; s
packedonice N____ YN —ThreeDay __STD TAT \‘b of ¢ '_t: ™
Sample ID Complebl Matrix * Depth Date Time  [ontrs |8 @ 5 - o : B
o - ,Jf i’: s Remarks Sample # (lab only)
Mw-1 % e By s
| | ow | ~ N-H-149 Wﬁ 2 | X | x - gl
MW-2 __— : P
MW-6 o ‘ \“‘Sﬁ 2 B X - o it
o WS |2 [ x - e
ow 090 [ 2 [ x| x oy
MW-8
GW \\\‘) 2 B X 2 d g
MW-9 & AT g e =
o S e i (N TR PP R TS PR MR AT L R B = A
MW-10 GW T \Q’Lﬁ 2 Bt X e 6-7
DUPLICATE e aar - Samnd — e
6w ( ANg [2f%x ] x| o [
W \ "ISD GW ~ Ahg | 2| %] x 3 o ) —OF ]
* Matrix: Remarks: : ’ AR
SS - Soil  AIR-Air  F-Filter pH Temp COC Seal Present/Intact: gn Y _N
GW - Groundwater B - Bioassay COC Signed/Accurate: ; ..4""!"
WW - WasteWater Flow Other Eg::l:: g::;:.““"f= £ f._=
DW - Drinking Water sa e : Y Sufficient volume sent: Sy
OT - Other 'U"pps'“"“"m"‘d i Tracking # 7 : (b} Lrb 7 7(;/
ealtibnl = = Y VOA Zero Headspace: xR
Relinquis : (Signatyre) Date: Time: Received by: (Signature) Trip Blank Received: Yu@) ::;' ;&f:in‘:ow;ifhunm ’E: —:
¥\ \\m i !
Relinquiphd by : (Signature) — Date: Time: Received by: (Signature) If preservation required by Login: Date/Time
*'?M?ps:o ro.c//ff
Relinquished by : (Signature) Date: Time: Received for lab by: re) Time: Hold: n
W0/25” oaeo e
va 2 -




















































































































































































































































































































































WG2648726 QUALITY CONTROL SUMMARY

Wet Chemistry by Method 9056A L1922858-07

Laboratory Control Sample (LCS)

(LCS) R4308048-2 11/30/25 15:49

Spike Amount  LCS Result LCS Rec. Rec. Limits LCS Qualifier
Analyte ug/l ug/l % %
Chloride 40000 39200 98.1 80.0-120
Fluoride 8000 8200 102 80.0-120
Sulfate 40000 39700 99.4 80.0-120

L1922877-02 Original Sample (OS) « Matrix Spike (MS) « Matrix Spike Duplicate (MSD)

N

Tc

Ss

Cn

(OS) L1922877-02 11/30/2516:39 « (MS) R4308048-4 11/30/25 17:05 « (MSD) R4308048-5 11/30/2517:17

Sr

Qc

7
Gl

8
Al

Spike Amount  Original Result MS Result MSD Result MS Rec. MSD Rec. Dilution  Rec. Limits MS Qualifier MSD Qualifier  RPD RPD Limits
Analyte ug/l ug/l ug/l ug/l % % % % %
Chloride 40000 128000 145000 146000 41.6 445 10 80.0-120 J6 J6 0.796 15
Sulfate 40000 1970000 1650000 1660000 0.000 0.000 10 80.0-120 EV EV 0.647 15
Sample Narrative:
OS: Dilution due to matrix impact on instrumentation at lower dilution
L1922900-03 Original Sample (OS) « Matrix Spike (MS) « Matrix Spike Duplicate (MSD)
(OS) L1922900-03 11/30/25 21:18 « (MS) R4308048-8 11/30/25 21:43 - (MSD) R4308048-9 11/30/25 21:56
Spike Amount  Original Result MS Result MSD Result MS Rec. MSD Rec. Dilution  Rec. Limits MS Qualifier ~ MSD Qualifier ~RPD RPD Limits
Analyte ug/l ug/l ug/l ug/l % % % % %
Chloride 40000 7740 47200 47100 98.7 98.4 1 80.0-120 0.284 15
Fluoride 8000 242 8440 8410 102 102 1 80.0-120 0.326 15
Sulfate 40000 59700 89800 89600 75.1 74.8 1 80.0-120 J6 J6 0177 15
ACCOUNT: PROJECT: SDG: DATE/TIME: PAGE:
SCS Engineers - KS 27225500.00- A 11922858 12/12/25 15:30 19 of 24

Sc
















\

WW - WasteWater

Correct bottles used:

Company Name/Address: = ~ g Billing Information: Chain of Custody Page [ off
SCS Engi KS r
ngineers Accounts Payable P:;s
8575 W. 110th Street ;. A
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Overland Park, KS 66210 e i
Report to: Email To: - s MT JULIET, TN
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Project Description: City/State Please Ciggle: 4 ™ E :’:Zi‘f.“.':;‘.i:?if; ‘::n:;u:.iﬁf!mmm"
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Client Project # Lab Project # s Q’ = .' e o
A,DW . R 0
Regulatory Program(DOD,RCRA,DW etc) 27225500.00- A AQUAOPKS-IATAN : ; ; _ :
Q
Collected hv rint): Site/Facility 1D # P.O. # = ’ 0043
é) {\Q\‘ (SN & £ Acctnum: AQUAOPKS
Colle Ed by {signature): Rush? (Lab MUST Be Notified) ~|Quote # & & S Template T166691
____SameDay ____Five Day { i‘ . S e plt 87750
____NextDay ___5Day(Rad Only) Date Results Needed | - B 8 a 206 - Jef
Imrivediately __ TwoDay ____10Day(Rad Only) : No. | g ek =
Packedonlce N____ Y\/ __ThreeDay ___ STDTAT R D Hof = £ s B: i =
T E = hipped Via: F ‘
Sample ID Comp/Grab | Matrix * Depth Date Time [ontrs | 5- § pﬁam l ey o e
] -
MW-1 . - F
G | o WLALA[ 00 |+ ol
MW-2 | - =
" ow L lizagl [ x
MW-6 GW ‘ \L% q 1B X
Ihw-v GW \ j)D‘ 1 B X ‘
MW-8 GW \\ “h 1 ~ 4 = X =] ES E“Z w
" I 5 B\ " ) X £
|mw-10 GW \\"\‘L ﬁ 3 Xx B =
DUPLICATE W l \\QD ! ,{ Xx BE= = —
“\\Nﬂbmsmsn Q, GW l * \\ ) ,0 f X ;._— = T
* Matrix: " Remarks:METALS - As (6020), Ba, B, Ca, Li (6010) & : "o o, Sl ecelet Geaklin
SS - Soil  AIR- Air  F-Filter emp al Present/Intac o Sl
GW - Groundwater B - Bioassay gg(t:tflqﬁgg/?ccu?te =] * = ___:
Flow Other B8 85V Lntac ér -
N

DW - Drinking Water
OT - Other

Sufficient volume sent:

m Zero ﬂnadsp&ce

Relinqui y : (Sighpture) : Date Time: Received by: (Signature) T'.I’Fip %hnlt Rgcelved Yes Igz ;:;‘g:::;é":ncg‘;:ﬁi Checked: xi ::
: C’ 1— = . HOL/Mm - = e :
Relind\u/’éhed by : (Signature) Date Time: Received by: (Signature) °C Bottles Received If preservation required by Login: Date/Time
—
Relinquished by : (Signature) Date: Time: PH — 10BDHO7251 Conditio,
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2025 Groundwater Monitoring and Corrective Action Report

APPENDIX E

STATISTICAL ANALYSES

E.1 Fall 2024 Semiannual Assessment Monitoring Statistical Analyses

E.2 Spring 2025 Semiannual Assessment Monitoring Statistical Analyses

CCR Landfill
laotan Generating Station
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Environmental Consulting & Contracting

MEMORANDUM
April 10, 2025

To: latan Generating Station
20250 State Route 45 N
Platte County, Missouri
Evergy Metro, Inc.

From: SCS Engineers

John Rockhold, R.G.

Daniel Wiens, P.E.

RE: Determination of Statistically Significant Increases/Levels
latan CCR Landfill
Fall 2024 Semiannual Assessment Monitoring 40 CFR § 257.95

Statistical analysis of monitoring data from the groundwater monitoring system for the CCR Landfill
at the latan Generating Station has been completed in substantial compliance with the “Statistical
Method Certification by A Qualified Professional Engineer” dated October 12, 2017. Semiannual
assessment monitoring groundwater samples were collected on November 19, 2024. Review and
validation of the results from the November 2024 Assessment Monitoring Event was completed on
January 10, 2025, which constitutes completion and finalization of assessment monitoring
laboratory analyses. A statistical analysis was then conducted to determine whether there was a
statistically significant increase (SSI) over background values and whether the concentrations were
at statistically significant levels (SSLs) above their groundwater protection standards (GWPSs) for
each constituent listed in Appendix IV to Part 257 - Constituents for Assessment Monitoring.

The completed statistical evaluation identified three Appendix IV constituents above their prediction
limits and two Appendix IV constituents above their GWPSs at SSLs.

. Verification Verification
ez REY Observation Observation
Monitoring Well | Constituent *UPL **GWPS | November 19,
2024 January 24, February 27,
2025 2025
MW-1 Barium 0.2997 2 0.382 NA NA
MW-1 Lithium 0.05656 0.05656 0.0669 0.0633 0.0734
MW-10 Arsenic 0.02379 0.02379 0.102 0.0242 0.0240
MW-10 Barium 0.2462 2 0.346 NA NA

*UPL - Upper Prediction Limit
** - Lower Prediction Limit

NA - Not Analyzed

Determination: A statistical evaluation was completed for the required Appendix IV assessment
monitoring constituents in accordance with the certified statistical method. The statistical evaluation
identified SSlIs above the background upper prediction limits for barium in MW-1 and MW-10, lithium
in MW-1, and arsenic in MW-10. The lithium at MW-1 and the arsenic at MW-10 were above there
respective GWPSs.



latan Generating Station
Determination of SSI/SSL
CCR Landfill

April 10, 2025

Page 2 of 2

Attached to this memorandum are the following backup information:

Attachment 1: Sanitas™ Output:
Statistical evaluation output from Sanitas™ for the prediction limit analysis. This includes

prediction limit plots, prediction limit background data, detection sample results, and a
Prediction Limit summary table. Output documentation includes the analytical data used for

the statistical analyses.

Attachment 2: Sanitas™ Configuration Settings:
Screen shots of the applicable Sanitas™ configuration settings for the statistical prediction

limit analysis. This includes data configuration, output configuration, prediction limit
configuration and other tests configuration.

Revision Revision Attachment Summary of Revisions

Number Revised
Date




latan Generating Station
Determination of SSI/SSL
CCR Landfill

April 10, 2025

ATTACHMENT 1

Sanitas™ QOutput



Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.03

| | MW-1 background

0.024

* MW-1 compliance

0.018 _f
S L' Limit = 0.0197
0.012 4

0.006

mg/L

0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary (based on square root transformation): Mean=0.1196, Std. Dev.=0.01068, n=9.

Insufficient data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01,

calculated = 0.7863, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =
0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.025 ¢ M MW-2 background
0.02 L +
* MW-2 compliance
o 0.015
g
Limit = 0.02428
0.01
0.005
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.02103, Std. Dev.=0.00167, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8863, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Exceeds Limit Prediction Limit

Intrawell Parametric

0.11 W MW-10 background
0.088 T
\ 4 MW-10 compliance
< 0.066
g
\ Limit = 0.02379
0.044
0.022 F

8/18/16  5/3/18  1/16/20 9/30/21  6/15/23  2/27/25

Background Data Summary: Mean=0.01817, Std. Dev.=0.002894, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9562, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.04 | | MW-6 background
0.032 *
I\ * MW-6 compliance
< 0.024
g
M*ﬂ * Limit = 0.03162
0.016
0.008
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary (based on cube root transformation): Mean=0.2792, Std. Dev.=0.01907, n=9. Insufficient
data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =
0.7667, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Arsenic  Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024
1/24/2025
2/27/2025

MW-1

0.017

0.0131
0.0119
0.0206
0.0139
0.013

0.0129
0.0135
0.0138

MW-1

0.0109

MW-10
0.0195
0.02
0.0165
0.0159
0.0168
0.0226
0.0215
0.017
0.0137

MW-10

0.102
0.0242
0.024

MwW-2
0.0222
0.0202
0.0192
0.0191
0.0193
0.021
0.0232
0.0219
0.0232

MwW-2

0.0208

MW-6

0.0237
0.0193
0.0185
0.0345
0.0214
0.0196
0.0219
0.0213
0.0182

MW-6

0.0192



Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Within Limit Prediction Limit

Intrawell Parametric

0.06 [ | MW-7 background 0.02 [ | MW-8 background
| ]
0.048 0.016
* MW-7 compliance * MW-8 compliance
< 0.036 < 0.012 \
E Limit = 0.04519 E Limit = 0.01022
0.024 0.008
0.012 0.004
4
0+ 0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24 8/18/16  5/3/18  1/16/20 9/30/21  6/15/23  2/27/25

Background Data Summary (based on square root transformation): Mean=0.1258, Std. Dev.=0.0447, n=9. Insufficient Background Data Summary: Mean=0.007739, Std. Dev.=0.001276, n=9. Insufficient data to test for seasonality: data
data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.7773, critical = 0.764. Kappa
0.8258, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. =1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Exceeds Limit Prediction Limit

Intrawell Parametric

0.02 W MW-9 background 04 * W MW-1 background
0.016 - < 0.32
* MW-9 compliance * MW-1 compliance
< 0.012 < 0.24
g g
Limit = 0.01749 Limit = 0.2997
0.008 0.16
[
0.004 0.08
0 0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24 8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.01162, Std. Dev.=0.003024, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9154, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Background Data Summary: Mean=0.255, Std. Dev.=0.02299, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8354, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Arsenic, Barium  Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024
1/24/2025
2/27/2025

MwW-7 MwW-7
0.0104

0.0225

0.0104

0.0524

0.00805

0.0195

0.0167

0.00706

0.0113

0.00709

Mw-8
0.00749
0.00661
0.00695
0.00691
0.00711
0.00756
0.00752
0.0088
0.0107

Mw-8

0.0118
0.00994
0.00779

MwW-9 MwW-9
0.0121
0.0116
0.0156
0.00702
0.00703
0.0106
0.0145
0.0122
0.0139
0.0165

MW-1
0.267
0.244
0.239
0.308
0.252
0.234
0.235
0.254
0.262

MW-1

0.382



Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Exceeds Limit Prediction Limit

Intrawell Parametric

B MW-10 background

4 MW-10 compliance

mg/L
o
N
s

Limit = 0.2462

0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.2337, Std. Dev.=0.006442, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8197, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.35 W MW-6 background
L 4

0.28

* MW-6 compliance
< 0.21

g
Limit = 0.3442

0.14
0.07
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.3078, Std. Dev.=0.01876, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9291, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.23 w Py M MW-2 background
0.184
* MW-2 compliance
é’ 0.138
Limit = 0.2293
0.092
0.046
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.2187, Std. Dev.=0.0055, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9322, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

04 [ | | MW-7 background
0.32 l\
* MW-7 compliance
4
< 0.24 4
g
Limit = 0.3575
0.16
0.08
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.2866, Std. Dev.=0.03652, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.7668, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Barium  Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

MW-10
0.232
0.23
0.231
0.249
0.236
0.234
0.227
0.235
0.229

MW-10

0.346

MwW-2
0.222
0.218
0.218
0.213
0.223
0.213
0.211
0.223
0.227

MwW-2

0.219

MW-6 MW-6
0.294
0.282
0.289
0.335
0.325
0.306
0.304
0.331
0.304 (O1)
0.309

MwW-7
0.285
0.278
0.288
0.374
0.282
0.24

0.259
0.286
0.287

MW-7

0.272



Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.24 w | | MW-8 background
0.192
* MW-8 compliance
d 0.144
g
Limit = 0.2396
0.096
0.048
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.2109, Std. Dev.=0.0148, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8936, critical = 0.764. Kappa =

1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 FEEEE W MW-1 background
0.008
* MW-1 compliance
< 0.006
g
Limit = 0.01
0.004
0.002
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not
deseasonalized.

Constituent: Cobalt  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.35 W MW-9 background
0.28 A o
* MW-9 compliance
< 0.21
g
Limit = 0.3465
0.14
0.07
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.2893, Std. Dev.=0.02943, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9317, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 FEEEE W MW-10 background
0.008

4 MW-10 compliance
< 0.006

g
Limit = 0.01
0.004
L 2

0.002
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not
deseasonalized.

Constituent: Cobalt Analysis Run 3/28/2025 9:02 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Constituent: Barium, Cobalt

Prediction Limit

Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

Mw-8
0.2
0.192
0.198
0.207
0.231
0.2
0.215
0.226
0.229

Mw-8

0.237

ND substitution: RL or RL/2 if <15% NDs.

MwW-9
0.327
0.299
0.276
0.312
0.33

0.276
0.249
0.28

0.255

MwW-9

0.292

MW-1
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-1

<0.002

MW-10
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-10

0.00271



Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 EE=

i

Prediction Limit

Intrawell Non-parametric

0.008

| | MW-2 background

0.006

* MW-2 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  4/13/18

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

12/719  8/1/21  3/27/23 11/19/24

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 EE=

i

Prediction Limit

Intrawell Non-parametric

0.008

| | MW-7 background

0.006

* MW-7 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 EE=

i

0.008

0.006

mg/L

0.004

0.002

0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

| | MW-6 background

* MW-6 compliance

Limit = 0.01

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 EE=

i

0.008

0.006

mg/L

0.004

0.002

0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

| | MW-8 background

* MW-8 compliance

Limit = 0.01

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

Constituent: Cobalt

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

MwW-2
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MwW-2

<0.002

ND substitution: RL or RL/2 if <15% NDs.

MW-6
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-6

<0.002

Mw-7
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-7

<0.002

Mw-8
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

Mw-8

<0.002
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Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 FEEEE W MW-9 background
0.008
* MW-9 compliance
< 0.006
g
Limit = 0.01
0.004
0.002
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not
deseasonalized.

Constituent: Cobalt Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.8 W MW-10 background
0.64 r
\ 4 MW-10 compliance
d 0.48
g L 4
Limit = 0.7708
0.32
0.16
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.5638, Std. Dev.=0.1066, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8297, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.248

0.186

mg/L

0.124

0.062

0

8/18/16  4/13/18 12/7/19  8/1/21  3/27/23

11/19/24

| | MW-1 background

* MW-1 compliance

Limit = 0.3073

Background Data Summary: Mean=0.2694, Std. Dev.=0.01947, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.837, critical = 0.764. Kappa =

1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.296

0.222

mg/L

0.148

0.074

0

8/18/16  4/13/18  12/7/19  8/1/21  3/27/23

11/19/24

Data: latan 2025

| | MW-2 background

* MW-2 compliance

Limit = 0.3643

Background Data Summary: Mean=0.327, Std. Dev.=0.01923, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9279, critical = 0.764. Kappa =

1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers



Prediction Limit

Constituent: Cobalt, Fluoride Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

MwW-9
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MwW-9

<0.002

ND substitution: RL or RL/2 if <15% NDs.

MW-1
0.234
0.292
0.274
0.241
0.288
0.272
0.275
0.276
0.273

MW-1

0.212

MW-10
0.584
0.622
0.642
0.538
0.521
0.591
0.582
0.682
0.312

MW-10

0.438

MwW-2
0.303
0.356
0.331

0.292
0.342
0.327
0.334
0.332
0.326

MW-2

0.272
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Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

0.36 m W MW-6 background 05 B MW-7 background
0.288 0.4
* MW-6 compliance * MW-7 compliance
g 0.216 g 0.3 - h g
g g
Limit = 0.3541 Limit = 0.4195
0.144 0.2
0.072 0.1
0 0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24 8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.3161, Std. Dev.=0.01955, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.3501, Std. Dev.=0.03574, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.916, critical = 0.764. Kappa = were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9416, critical = 0.764. Kappa
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. =1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

05 [ | MW-8 background 05 [ [ | MW-9 background
0.4 0.4

* MW-8 compliance * MW-9 compliance

*
< 03 * < 03
g g
Limit = 0.4639 l Limit = 0.4702
0.2 0.2
0.1 0.1
0 0
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24 8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.416, Std. Dev.=0.02467, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8928, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Background Data Summary: Mean=0.3502, Std. Dev.=0.06175, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8189, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Fluoride Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Fluoride Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

MW-6
0.298
0.343
0.324
0.293
0.348
0.297
0.317
0.313
0.312

MW-6

0.287

MwW-7
0.366
0.395
0.333
0.284
0.337
0.391
0.378
0.326
0.341

MW-7

0.319

Mw-8
0.438
0.439
0.415
0.461

0.407
0.391

0.391

0.406
0.396

Mw-8

0.313

MwW-9
0.338
0.415
0.383
0.344
0.327
0.387
0.364
0.39

0.204

MwW-9

0.327
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Exceeds Limit Prediction Limit

Intrawell Parametric

Within Limit Prediction Limit

Intrawell Parametric

0.08 1 B MW-1 background 0.06 m W MW-10 background
0.064 0.048
“ * MW-1 compliance * MW-10 compliance
E’ 0.048 T_E’ 0.036
Limit = 0.05656 Limit = 0.05991
0.032 0.024
0.016 0.012
0 0

8/18/16  5/3/18  1/16/20 9/30/21  6/15/23  2/27/25 8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.05383, Std. Dev.=0.001404, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.05589, Std. Dev.=0.002073, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9192, critical = 0.764. Kappa were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9551, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. =1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Within Limit Prediction Limit

Intrawell Parametric

0.06 ? W MW-2 background 0.042 W MW-6 background
0.048 - 0.0336 -
* MW-2 compliance * MW-6 compliance
T—E 0.036 T—E 0.0252
Limit = 0.05969 Limit = 0.04164
0.024 0.0168
0.012 0.0084
0 0
8/18/16  4/13/18  12/7/19  8/1/21 3/27/23 11/20/24 8/18/16  4/13/18  12/7/19  8/1/21 3/27/23 11/20/24
Background Data Summary: Mean=0.05454, Std. Dev.=0.002647, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.03668, Std. Dev.=0.002556, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.921, critical = 0.764. Kappa = were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9626, critical = 0.764. Kappa
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Lithium  Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024
11/20/2024
1/24/2025
2/27/2025

MW-1

0.0551
0.0536
0.0555
0.0542
0.0525
0.0521
0.0558
0.0523
0.0534

MW-1

0.0669
0.0633
0.0734

MW-10
0.0569
0.0554
0.0586
0.052
0.0541
0.0572
0.0577
0.0566
0.0545

MW-10

0.059

MwW-2

0.0563
0.0552
0.0553
0.0496
0.0513
0.0557
0.0585
0.0544
0.0546

MwW-2

0.048

MW-6

0.0368
0.0362
0.0366
0.0319
0.0342
0.0387
0.0409
0.0372
0.0376

MW-6

0.033
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Within Limit Prediction Limit

Intrawell Parametric

0.05 M MW-7 background
0.04 *
* MW-7 compliance
T_E 0.03
Limit = 0.04633
0.02
0.01
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/20/24

Background Data Summary: Mean=0.04052, Std. Dev.=0.00299, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9481, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.048 m W MW-9 background
0.0384 -

* MW-9 compliance

E’ 0.0288

Limit = 0.0473
0.0192
0.0096
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.04291, Std. Dev.=0.002258, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.931, critical = 0.764. Kappa =

1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.046 7 1 W MW-8 background
0.0368
* MW-8 compliance
T—E 0.0276
Limit = 0.04575
0.0184
0.0092
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/20/24

Background Data Summary: Mean=0.04189, Std. Dev.=0.00199, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8522, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 3/28/2025 9:03 AM View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

3 [ | MW-1 background
24 1m
A * MW-1 compliance
= 1.8
2
. Limit = 2.251

1.2
0.6

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.8369, Std. Dev.=0.7282, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8748, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Lithium, Radium Combined Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024
11/20/2024

MwW-7

0.0417
0.0411
0.0406
0.037

0.0389
0.0361
0.0462
0.0409
0.0422

MW-7

0.0381

Mw-8

0.0436
0.0402
0.0421
0.039

0.0436
0.0392
0.0417
0.0437
0.0439

Mw-8

0.0424

MwW-9
0.0425
0.04
0.0445
0.0399
0.0458
0.046
0.0431
0.0431
0.0413

MwW-9

0.039

MW-1
0.899
0.171
0.36
237
1.42
0.46
0.142
1.21
0.5

MW-1

141
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Within Limit Prediction Limit

Intrawell Parametric

2.4 1
4 MW-10 compliance
1.8

E
[}
Limit = 2.337
1.2 TI
0.6 ﬂ
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=1.162, Std. Dev.=0.6049, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.938, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

5 W MW-6 background
4 T
’\ * MW-6 compliance
= 3
Q
[=%
’ \ Limit = 4.135
2
1
*
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary (based on square root transformation): Mean=1.071, Std. Dev.=0.4958, n=9. Insufficient
data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =

0.9037, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

B MW-10 background

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

3 [ | MW-2 background
2.4
* MW-2 compliance
= 1.8 1
Q
[=%
Limit = 2.023
1.2 1 rd
0.6
0+

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=1.021, Std. Dev.=0.5157, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9738, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.24 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

2 M MW-7 background
1.6
ﬂ * MW-7 compliance
= 1.2
Q
[=%
Limit = 1.732
0.8
*
0.4
(Y]
0

8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

Background Data Summary: Mean=0.8283, Std. Dev.=0.4652, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8944, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Constituent: Radium Combined Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV

Prediction Limit

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
11/19/2024

MW-10 MW-10
15
1.34
0.816
0.925
2.4
0.176
1.1
0.889
1.31
1.76

MW-2
0.142
0.884
0.707
1.84
1.23
0.495
1.28
1.21
1.4

MwW-2

1.09

MW-6
0.624
1.39
0.629
1.53
4.46
0.064
1.37
1.24
0.974

MW-6

0.783

MwW-7
1.011
0.746
0.349
1.47
1.51
0.306
0.762

0.301

MW-7

0.681
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Within Limit Prediction Limit

Within Limit Prediction Limit
Intrawell Parametric

Intrawell Parametric

| | MW-8 background 4

| | MW-9 background
2.4

* MW-8 compliance

* MW-9 compliance
1.8 1 s 24 1
Limit = 2.374
1.2

Limit = 3.384
1.6 1
O] M L +

0.8 l
o.J
8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24 8/18/16  4/13/18  12/719  8/1/21  3/27/23 11/19/24

pCill

pCill

0.6 1

Background Data Summary: Mean=1.062, Std. Dev.=0.6751, n=9. Insufficient data to test for seasonality: data were Background Data Summary: Mean=1.424, Std. Dev.=1.009, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8921, critical = 0.764. Kappa = not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9636, critical = 0.764.
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV Constituent: Radium Combined Analysis Run 3/28/2025 9:03 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025 latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Radium Combined Analysis Run 3/28/2025 9:11 AM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Mw-8 Mw-8 MwW-9 MwW-9
8/18/2016 0.123 1.041
9/29/2016 0.089 211
11/9/2016 1.82 0.984
12/21/2016 1.07 3.16
2/3/2017 1.69 2.39
5/24/2017 0.691 0.083
71512017 1.73 1.31
8/17/2017 1.52 1.56
10/5/2017 0.828 0.175

11/19/2024 1.02 0.748



Prediction Limit
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025  Printed 3/28/2025, 9:11 AM

Constituent Well Upper Lim. Lower Lim. Date Observ. Sig. BgN %NDs Transform Alpha Method

Arsenic (mg/L) MW-1 0.0197 n/a 11/19/2024  0.0109 No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-10 0.02379 n/a 2/27/2025 0.024 Yes 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-2 0.02428 n/a 11/19/2024  0.0208 No 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-6 0.03162 n/a 11/19/2024  0.0192 No 9 0 xN(1/3) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-7 0.04519 n/a 11/19/2024  0.00709 No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-8 0.01022 n/a 2/27/2025 0.00779 No 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-9 0.01749 n/a 11/19/2024  0.0165 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-1 0.2997 n/a 11/19/2024  0.382 Yes 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-10 0.2462 n/a 11/19/2024  0.346 Yes 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-2 0.2293 n/a 11/19/2024  0.219 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-6 0.3442 n/a 11/19/2024  0.309 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-7 0.3575 n/a 11/19/2024  0.272 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-8 0.2396 n/a 11/19/2024  0.237 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-9 0.3465 n/a 11/19/2024  0.292 No 9 0 No 0.001075 Param Intra 1 of 3
Cobalt (mg/L) MW-1 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-10 0.01 n/a 11/19/2024  0.00271 No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-2 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-6 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-7 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-8 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-9 0.01 n/a 11/19/2024  0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Fluoride (mg/L) MW-1 0.3073 n/a 11/19/2024  0.212 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-10 0.7708 n/a 11/19/2024  0.438 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-2 0.3643 n/a 11/19/2024  0.272 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-6 0.3541 n/a 11/19/2024  0.287 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-7 0.4195 n/a 11/19/2024  0.319 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-8 0.4639 n/a 11/19/2024  0.313 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-9 0.4702 n/a 11/19/2024  0.327 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-1 0.05656 n/a 2/27/2025 0.0734 Yes 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-10 0.05991 n/a 11/19/2024  0.059 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-2 0.05969 n/a 11/20/2024  0.048 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-6 0.04164 n/a 11/20/2024  0.033 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-7 0.04633 n/a 11/20/2024  0.0381 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-8 0.04575 n/a 11/20/2024  0.0424 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/1) MW-9 0.0473 n/a 11/19/2024  0.039 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-1 2.251 n/a 11/19/2024  1.41 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-10 2.337 n/a 11/19/2024  1.76 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-2 2.023 n/a 11/19/2024  1.09 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-6 4135 n/a 11/19/2024  0.783 No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-7 1.732 n/a 11/19/2024  0.681 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-8 2.374 n/a 11/19/2024  1.02 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-9 3.384 n/a 11/19/2024  0.748 No 9 0 No 0.001075 Param Intra 1 of 3



latan Generating Station
Determination of SSI/SSL
CCR Landfill

April 10, 2025

ATTACHMENT 2

Sanitas™ Configuration Settings



Opticns

Data Output  Trend Test Control Cht  Prediction Lim  Tolerance Lim  Corf/Tol Int  AMOWA  Welchs  COther Tests

Exclude data flags: i

Data Reading Options
© Individual Observations

() Mean of Each: Morth
() Median of Each: Season

Mon-Detect / Trace Handling...
Setup Seasons...

[J Automatically Process Resamples...

Save Settings As...  Load Saved Settings... = Defaults. .. Edit INI File =] QK Cancel

Mon-Detect / Trace Handling

-

Mon-Detects (<MDL or <PQL)

Replace Reporting Limit with:
© No Replacement (") Median RL () Highest RL () Most Recent RL

[ Use Atemate RL when found in Database

Substitution Method:
O RL except RL/2 when NDs < 15% () AL ) RL/2

Trace Values
Trace Fag for trace values of the form ‘observationflag) or "<PQLFag))

[+ W (O TR... () JorTR...

Replace PQL with:
© Mo Replacement () Median PQL () Highest PQGL ) Most Recent PQL
B Use Atemate PGL (or ‘RL2) when found in Database

Substitution Method for values of the form <MDL+PQL

O (MDLsPQLY2Z O PaL O PQLs2
(] Use Observed Value when available (a2 in "<MDL+PQL+Observed"”)

Substitution Method for values of the form <PQLtrace flag)
) PQL/2 O raL

0K Cancel



Opticns

Data Output  Trend Test Control Cht  Prediction Lim

[T Black and White Output
B Four Plats Per Page
B Aways Combine Data Pages...
B Include Tick Marks on Data Page
[ Page Break Between Constituents
) Use Constituent Name for Graph Title
) Draw Border Around Text Reports and Data Pages
B Enlarge/Reduce Fonts (Graphs): 100%

B Enlarge/Reduce Fonts (Data/Text Reports):  100%
B Wide Margins {on reports without explicit seﬂirF
] Use CAS# (Not Const. Name)

() Truncate File Namesto 20 Characters

[ Include Limit Lines when found in Database...

() Show Deselected Data on Time Series  Lighter

] Show Desslected Data on all Data Pages  Lighter

Setup Symbals and Colors...

Tolerance Lim  Conf/Tel It ANOVA  Welchs  Other Tests

[C) Black Legend Test {vs. line colors)

B Prompt to Ovenwrite/4ppend Summary Tables

[J Round Limitsto 2 Sig. Digits (when not set in data file)
[ User-Set Scale

B Indicate Background Data

[ Show Exact Dates

(] Thick Plot Lines

Zoom Factor: % v

Qutput Decimal Precision
() Less Precision

© MNomal Precision

() Mare Precision

B Store Print Jobs in Muttiple Constituent Mode | Store All Prirt Jobs...

Printer:  Adobe FDF

Save Settings As... Load Saved Settings...  Defaulis...

~ || Printers...

Edit IMNI File =] 0K Cancel

Opticns

Data Output  Trend Test Control Cht  Prediction Lim  Tolerance Lim  Conf/Tol It~ ANOWA ~ Welchs  Cther Tests

[J Use Modtfied Mlpha... 0.02

B Test Residuals For Normality (Parametric test only)  using Shapiro-Wilk/Francia ~ | at Alpha = 0.01 e

[[J Continue Parametric if Unable to Normalize
Transformation (Parametric test only)
0 Use Ladder of Powers
(O Matural Log or No Transformation
() Mever Transform
() Use Specific Transformation:

[[] Use Best W Statistic
[CJ Plat Transformed Values

Use Mon-Parametric Test (Sen's Slope/Mann-Kendall) when Non-Detects Percent = 75

() Include 95 % Confidence Interval around Trend Line

Only when Trend is Significant

Include Details of Interaction with Limit Lines (f applicable, in Multiple Constituent mode)

[ Automatically Remave Outliers (Parametric test only)
[J Limit data to

most recent values {dropping any earier observations)

Note: there is no "Always Use Non-Parametric” checkbox on this tab because, for consistency with prior versions, Sen’s Slope /
Mann-Kendall {he non-parametric attemative) is available as a report in its own right, under Analysis->Intrawell-=Trend.

Save Seftings As...  Load Saved Settings... = Defaults...

Edit INI File = OK  Cancel



Options

Data  Output Trend Test Control Cht Prediction im  Tolerance Lim  Conf/Tol It ANOVA ~ Welchs  Other Tests

Transformation
© Use Ladder of Powers
B Test for Nomalty  using Shapiro-Wilk/Francia ~ | at Mpha =0.01 ~ () Natural Log or No Transformation
B Use Non-Parametric Test when Non-Detects Percent > 50 O Never Transform
- () Use Specific Transformation:
Use Aitchison’s Adiustment -~ when Non-Detects Percent = 15 )
Ml Matural Log
[J Optional Further Refinement: Use when NDs % > g5 [ Use Best W Statistic
) Use Poisson Prediction Limit when Mon-Detects Percent > 50 ] Plot Transformed Values
Deseasonalize (Intra- and InterWell) IntraWell Cther
© | Seasonality Is Detected [_] Stop i Background Trend Detected at Alpha = 0.05
() I Seasonality Is Detected Or Insufficient to Test B Plot Background Data
(O Mways (When Sufficient Data) (O Never Ovenide Standard Deviation:
[ Mways Use Non-Parametric Ovenmide DF: COvermide Kappa:
Facility o ) }
Statistical Evaluations per Year: 7 () MAutomatically Remove Background Outliers
Constituents Analyzed: 7 () 2Taled Test Mode...
— B Show Deselected Data  Lighter R
Downgradient (Compliance) Wells: 7
Maon-Parametric Limt =  Highest Background Value
Sampling Plan o -
Comparing | Individual Observations " Non-Parametric Limit when 100% Non-Detects:

() Highest/Second Highest Background Value
© Most Recent PQL f available, or MDL
() Most Recent Background Value (subst. method)

1of1 O 1of2 @ 1cf3 (O 1cf4
() 2 of 4{"Modffied Calfomia")

Save Settings As...  Load Saved Settings...  Defaults... Edit INI File =] QK Cancel

Opticns

Data Output  Trend Test Control Cht  Prediction Lim  Tolerance Lim  Conf/Tol It ANOVA ~ Welchs  Other Tests
Rank Von Neumann, Wilcoxon Rank Sum / Mann-Whitney
] Use Modified Alpha... . [] 2-Tailed Test Mode... (] Combine Background Wells on Mann-Whitney...

Outlier Tests

() EPA 1988 Outlier Screening fixed alpha of 0.05)

© Dion'sato= 005 v orifn> 22  Rosnersate= 0.01 ~ @ Use EPA Screening to establish Suspected Outliers
() Tukey's Outlier Screening, with IQR Multiplier = 3.0 Use Ladder of Powers to achieve Best W Stat

B Test For Nomality using Shapiro-Wilk /Francia ~  at Alpha = 0.1 o
© Stop if Non-Nomal
(") Continue with Parametric Test if Non-Nommal
() Tukey's f Non-Momal, with IGR Muttiplier =

[
=

Use Ladder of Powers to achieve Best W Stat

B No Outlier F Less Than 3.0 Times Median
] Apply Rules found in Ohio Guidance Document 0715
[CJ Combine Background Wells on the Outlier Report...

Piper, Stiff Diagram

[ Combine Wells B Label Constituents
[C] Combine Dates B Label Axes
© Use Default Constituent Names B Note Cation-Anion Balance {Piper only)

() Use Constituent Definition File | Edit

Save Settings As...  Load Saved Settings...  Defaults... Edit IMI Filz = QK Cancel




2025 Groundwater Monitoring and Corrective Action Report

APPENDIX E.2

Spring 2025 Semiannual Assessment Monitoring Statistical Analyses

CCR Landfill
laotan Generating Station

Public



Environmental Consulting & Contracting

MEMORANDUM
September 25, 2025

To: latan Generating Station
20250 State Route 45 N

Platte County, Missouri - SN ;«iz
Evergy Metro, Inc. JOHN R. ROCKHOLD JJ ™ &
J25-2% )\ 2
From: SCS Engineers \ RGO092 7 € 4
John Rockhold, R.G. e'a\‘?@%} GO
Shiloh Beeman, R.G. e
Daniel Wiens, P.E.
RE: Determination of Statistically Significant Increases/Levels

latan CCR Landfill
Spring 2025 Semiannual Assessment Monitoring 40 CFR § 257.95

Statistical analysis of monitoring data from the groundwater monitoring system for the CCR Landfill
at the latan Generating Station has been completed in substantial compliance with the “Statistical
Method Certification by A Qualified Professional Engineer” dated October 12, 2017. Semiannual
assessment monitoring groundwater samples were collected on May 15, 2025. Review and
validation of the results from the May 2025 Assessment Monitoring Event was completed on

June 27, 2025, which constitutes completion and finalization of assessment monitoring laboratory
analyses. A statistical analysis was then conducted to determine whether there was a statistically
significant increase (SSI) over background values and whether the concentrations were at
statistically significant levels (SSLs) above their groundwater protection standards (GWPSs) for each
constituent listed in Appendix IV to Part 257 - Constituents for Assessment Monitoring. Two rounds
of verification sampling were conducted for certain constituents on July 30, 2025, and August 28,
2025.

The completed statistical evaluation identified four Appendix IV constituents above their respective
prediction limits and one Appendix IV constituent above its respective GWPS at an SSL.

o _ Observation Verificati_on Verificati_on
Monitoring Well | Constituent *UPL **GWPS May 15, 2025 Observation Observation
’ July 30,2025 | August 28, 2025

MW-1 Barium 0.2997 2 0.362 NA NA

MW-1 Lithium 0.05656 0.05656 0.0613 0.0695 0.0534
MW-2 Fluoride 0.3643 4 0.399 NA NA

MW-8 Arsenic 0.01022 0.01022 0.0103 0.00839 NA

MW-8 Barium 0.2396 2 0.252 NA NA

MW-8 Lithium 0.04575 0.04575 0.0485 0.0485 0.0562
MW-10 Arsenic 0.02379 0.02379 0.0280 0.0281 0.00776

*UPL - Upper Prediction Limit

** - Groundwater Protection Standard

NA - Not Applicable/Analyzed




latan Generating Station
Determination of SSI/SSL
CCR Landfill

September 25, 2025
Page 2 of 2

Determination: A statistical evaluation was completed for the required Appendix IV assessment
monitoring constituents in accordance with the certified statistical method. The statistical evaluation
identified SSIs above the background upper prediction limits for barium in MW-1 and MW-8, fluoride
in MW-2, lithium in MW-1 and MW-8, and arsenic in MW-10. The lithium at MW-8 was above its
respective GWPS.

Attached to this memorandum are the following backup information:

Attachment 1: Sanitas™ Output:
Statistical evaluation output from Sanitas™ for the prediction limit analysis. This includes
prediction limit plots, prediction limit background data, detection sample results, and a
Prediction Limit summary table. Output documentation includes the analytical data used for
the statistical analyses.

Attachment 2: Sanitas™ Configuration Settings:
Screen shots of the applicable Sanitas™ configuration settings for the statistical prediction
limit analysis. This includes data configuration, output configuration, prediction limit
configuration and other tests configuration.

Revision Revision Attachment Summary of Revisions

Number Revised
Date




latan Generating Station
Determination of SSI/SSL
CCR Landfill

September 25, 2025

ATTACHMENT 1

Sanitas™ QOutput



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

0.03

W MW-1 background 0.03 W MW-10 background
0.024 0.024
* MW-1 compliance * MW-10 compliance
< 0.018 _f < 0.018
E L‘ Limit = 0.0197 E Limit = 0.02379
0.012 ﬁ— 0.012
*
0.006 0.006
0 0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  6/8/18  3/28/20 1/17/22 11/7/123  8/28/25

Background Data Summary (based on square root transformation): Mean=0.1196, Std. Dev.=0.01068, n=9.
Insufficient data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01,

calculated = 0.7863, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =
0.001075.

Background Data Summary: Mean=0.01817, Std. Dev.=0.002894, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9562, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

F Py [ | MW-2 background 0.04 [ | MW-6 background
0.02 0.032 *
* MW-2 compliance ’ * MW-6 compliance
< 0.015 < 0.024 1
E Limit = 0.02428 E u‘ﬂ Limit = 0.03162
0.01 0.016
0.005 0.008
0 0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.02103, Std. Dev.=0.00167, n=9. Insufficient data to test for seasonality: data Background Data Summary (based on cube root transformation): Mean=0.2792, Std. Dev.=0.01907, n=9. Insufficient
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8863, critical = 0.764. Kappa data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. 0.7667, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Arsenic  Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025
7/30/2025
8/28/2025

MW-1

0.017

0.0131
0.0119
0.0206
0.0139
0.013

0.0129
0.0135
0.0138

MW-1

0.0118

MW-10
0.0195
0.02
0.0165
0.0159
0.0168
0.0226
0.0215
0.017
0.0137

MW-10

0.028
0.0281
0.00776

MwW-2
0.0222
0.0202
0.0192
0.0191
0.0193
0.021
0.0232
0.0219
0.0232

MwW-2

0.0232

MW-6

0.0237
0.0193
0.0185
0.0345
0.0214
0.0196
0.0219
0.0213
0.0182

MW-6

0.0224



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

0.06

W MW-7 background 0.02 W MW-8 background
| |
0.048 0.016
* MW-7 compliance * MW-8 compliance
< 0.036 < 0.012
£ - £ 4 L
Limit = 0.04519 Limit = 0.01022
0.024 0.008
0.012 0.004
*
0+ 0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  6/2/18  3/17/20 12/30/21 10/15/23 7/30/25

Background Data Summary (based on square root transformation): Mean=0.1258, Std. Dev.=0.0447, n=9. Insufficient
data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =
0.8258, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Background Data Summary: Mean=0.007739, Std. Dev.=0.001276, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.7773, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Exceeds Limit Prediction Limit

Intrawell Parametric

0.02 [ | MW-9 background 04 [ | MW-1 background
4
0.016 0.32 +
* * MW-9 compliance * MW-1 compliance
< 0.012 < 024
E Limit = 0.01749 E Limit = 0.2997
0.008 0.16
[
0.004 0.08
0 0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.01162, Std. Dev.=0.003024, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.255, Std. Dev.=0.02299, n=9. Insufficient data to test for seasonality: data were
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9154, critical = 0.764. Kappa not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8354, critical = 0.764. Kappa =
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Arsenic  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Constituent: Barium  Analysis Run 9/19/2025 2:30 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Arsenic, Barium  Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025
7/30/2025

MwW-7 MwW-7
0.0104

0.0225

0.0104

0.0524

0.00805

0.0195

0.0167

0.00706

0.0113

0.00561

Mw-8
0.00749
0.00661
0.00695
0.00691
0.00711
0.00756
0.00752
0.0088
0.0107

Mw-8

0.0103
0.00839

MwW-9 MwW-9
0.0121
0.0116
0.0156
0.00702
0.00703
0.0106
0.0145
0.0122
0.0139
0.0149

MW-1
0.267
0.244
0.239
0.308
0.252
0.234
0.235
0.254
0.262

MW-1

0.362



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.3

0.24 ﬁ

0.18

mg/L

0.12

0.06

0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.2337, Std. Dev.=0.006442, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8197, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

MW-10 background

MW-10 compliance

Limit = 0.2462

Constituent: Barium  Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric
0.35
i "
0.28

0.14

mg/L

0.07

0
8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

MW-6 background

MW-6 compliance

Limit = 0.3442

Background Data Summary: Mean=0.3078, Std. Dev.=0.01876, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9291, critical = 0.764. Kappa

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.23 w M MW-2 background
0.184
* MW-2 compliance
o 0.138
E Limit = 0.2293
0.092
0.046
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.2187, Std. Dev.=0.0055, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9322, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

04 [ | | MW-7 background
0.32 ”
* * MW-7 compliance
< 0.24 +
>
E Limit = 0.3575
0.16
0.08
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.2866, Std. Dev.=0.03652, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.7668, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Barium  Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

MW-10
0.232
0.23
0.231
0.249
0.236
0.234
0.227
0.235
0.229

MW-10

0.243

MwW-2
0.222
0.218
0.218
0.213
0.223
0.213
0.211
0.223
0.227

MwW-2

0.228

MW-6 MW-6
0.294
0.282
0.289
0.335
0.325
0.306
0.304
0.331
0.304 (O1)
0.335

MwW-7
0.285
0.278
0.288
0.374
0.282
0.24

0.259
0.286
0.287

MW-7

0.295



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Exceeds Limit Prediction Limit

Intrawell Parametric

0.3 W MW-8 background
0.24 + 2
ﬂ * MW-8 compliance
< 0.18
>
E Limit = 0.2396
0.12
0.06
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.2109, Std. Dev.=0.0148, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8936, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium  Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 FEEES W MW-1 background
0.008
* MW-1 compliance
< 0.006
>
€ Limit = 0.01
0.004
0.002
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not
deseasonalized.

Constituent: Cobalt Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.35 Py M MW-9 background
0.28
* MW-9 compliance
< 0.21
>
€ Limit = 0.3465
0.14
0.07
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.2893, Std. Dev.=0.02943, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9317, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Barium Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

0.01 FEEES W MW-10 background
0.008
4 MW-10 compliance
< 0.006
>
€ Limit = 0.01
0.004
0.002
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not
deseasonalized.

Constituent: Cobalt Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Constituent: Barium, Cobalt

Prediction Limit

Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

Mw-8
0.2
0.192
0.198
0.207
0.231
0.2
0.215
0.226
0.229

Mw-8

0.252

ND substitution: RL or RL/2 if <15% NDs.

MwW-9
0.327
0.299
0.276
0.312
0.33

0.276
0.249
0.28

0.255

MwW-9

0.326

MW-1
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-1

<0.002

MW-10
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-10

0.00207



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 ==

Prediction Limit

Intrawell Non-parametric

i

0.008

| | MW-2 background

0.006

* MW-2 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  5/18/18

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

2/15/20 11/15/21  8/15/23  5/15/25

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 ==

i

Prediction Limit

Intrawell Non-parametric

0.008

| | MW-7 background

0.006

* MW-7 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  5/18/18

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

2/15/20 11/15/21  8/15/23  5/15/25

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 ==

i

Prediction Limit

Intrawell Non-parametric

0.008

| | MW-6 background

0.006

* MW-6 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  5/18/18

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

2/15/20 11/15/21  8/15/23  5/15/25

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit

0.01 ==

i

Prediction Limit

Intrawell Non-parametric

0.008

| | MW-8 background

0.006

* MW-8 compliance

mg/L

0.004

Limit = 0.01

0.002

0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background

values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not

deseasonalized.

Constituent: Cobalt

Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

Constituent: Cobalt

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

MwW-2
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MwW-2

<0.002

ND substitution: RL or RL/2 if <15% NDs.

MW-6
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-6

<0.002

Mw-7
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MW-7

<0.002

Mw-8
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

Mw-8

<0.002



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Non-parametric

Within Limit Prediction Limit

Intrawell Parametric

0.01 S B MW-9 background 0.31 W MW-1 background
0.008 0.248
* MW-9 compliance * MW-1 compliance
2 0.006 < 0.186
E Limit = 0.01 E Limit = 0.3073
0.004 0.124
0.002 0.062
0 0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Non-parametric test used in lieu of parametric prediction limit because censored data exceeded 50%. All background Background Data Summary: Mean=0.2694, Std. Dev.=0.01947, n=9. Insufficient data to test for seasonality: data
values (n = 9) were censored; limit is most recent reporting limit. Well-constituent pair annual alpha = 0.009329.

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.837, critical = 0.764. Kappa =
Individual comparison alpha = 0.004675 (1 of 3). Insufficient data to test for seasonality: data were not 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.
deseasonalized.

Constituent: Cobalt Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Exceeds Limit Prediction Limit

Intrawell Parametric

08 1 W MW-10 background 04 W MW-2 background
0.64 ’ 0.32
\ * MW-10 compliance * MW-2 compliance
*
< 0.48 < 0.24
E Limit = 0.7708 E Limit = 0.3643
0.32 0.16
0.16 0.08
0 0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.5638, Std. Dev.=0.1066, n=9. Insufficient data to test for seasonality: data were Background Data Summary: Mean=0.327, Std. Dev.=0.01923, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8297, critical = 0.764. Kappa =

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9279, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Cobalt, Fluoride Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

MwW-9
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01
<0.01

MwW-9

<0.002

ND substitution: RL or RL/2 if <15% NDs.

MW-1
0.234
0.292
0.274
0.241
0.288
0.272
0.275
0.276
0.273

MW-1

0.252

MW-10
0.584
0.622
0.642
0.538
0.521
0.591
0.582
0.682
0.312

MW-10

0.521

MwW-2
0.303
0.356
0.331

0.292
0.342
0.327
0.334
0.332
0.326

MW-2

0.399



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit Within Limit Prediction Limit

Intrawell Parametric Intrawell Parametric

0.36 [ | MW-6 background 05 [ | MW-7 background
0.288 + 0.4
* MW-6 compliance * MW-7 compliance
< 0216 < 0.3 1
E Limit = 0.3541 E Limit = 0.4195
0.144 0.2
0.072 0.1
0 0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.3161, Std. Dev.=0.01955, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.3501, Std. Dev.=0.03574, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.916, critical = 0.764. Kappa =

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9416, critical = 0.764. Kappa
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. =1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Within Limit Prediction Limit

Intrawell Parametric

047 E.‘ | | MW-8 background 05 [ | | MW-9 background
*
0.376 A 0.4
* MW-8 compliance * * MW-9 compliance
o 0.282 < 0.3
> >
E Limit = 0.4639 E l Limit = 0.4702
0.188 0.2
0.094 0.1
0 0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.416, Std. Dev.=0.02467, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8928, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Background Data Summary: Mean=0.3502, Std. Dev.=0.06175, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8189, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV

Constituent: Fluoride Analysis Run 9/19/2025 2:31 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Fluoride Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

MW-6
0.298
0.343
0.324
0.293
0.348
0.297
0.317
0.313
0.312

MW-6

0.302

MwW-7
0.366
0.395
0.333
0.284
0.337
0.391
0.378
0.326
0.341

MW-7

0.394

Mw-8
0.438
0.439
0.415
0.461
0.407
0.391
0.391
0.406
0.396

Mw-8

0.415

MwW-9
0.338
0.415
0.383
0.344
0.327
0.387
0.364
0.39

0.204

MwW-9

0.375



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.07 [ | MW-1 background 0.06 m W MW-10 background
*
0.056 0.048
“ T * MW-1 compliance * MW-10 compliance
T—E 0.042 T—E 0.036
Limit = 0.05656 Limit = 0.05991
0.028 0.024
0.014 0.012
0 0
8/18/16  6/8/18  3/28/20 1/17/22 11/7/23  8/28/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25
Background Data Summary: Mean=0.05383, Std. Dev.=0.001404, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.05589, Std. Dev.=0.002073, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9192, critical = 0.764. Kappa were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9551, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.06 ? Py M MW-2 background
0.048
* MW-2 compliance
E’ 0.036
Limit = 0.05969
0.024
0.012
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.05454, Std. Dev.=0.002647, n=9. Insufficient data to test for seasonality: data

were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.921, critical = 0.764. Ka
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

0.042 Py W MW-6 background
0.0336 1
* MW-6 compliance
T—E 0.0252
Limit = 0.04164
0.0168
0.0084
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.03668, Std. Dev.=0.002556, n=9. Insufficient data to test for seasonality: data
ppa = were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9626, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Lithium  Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025
7/30/2025
8/28/2025

MW-1

0.0551
0.0536
0.0555
0.0542
0.0525
0.0521
0.0558
0.0523
0.0534

MW-1

0.0613
0.0695
0.0534

MW-10
0.0569
0.0554
0.0586
0.052
0.0541
0.0572
0.0577
0.0566
0.0545

MW-10

0.0545

MwW-2

0.0563
0.0552
0.0553
0.0496
0.0513
0.0557
0.0585
0.0544
0.0546

MwW-2

0.0558

MW-6

0.0368
0.0362
0.0366
0.0319
0.0342
0.0387
0.0409
0.0372
0.0376

MW-6

0.0398



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Exceeds Limit Prediction Limit

Intrawell Parametric

0.05 [ | MW-7 background 0.06 PS [ | MW-8 background
0.04 0.048
4 MW-7 compliance W 4 MW-8 compliance
T—E 0.03 T—E 0.036
Limit = 0.04633 Limit = 0.04575
0.02 0.024
0.01 0.012
0 0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  6/8/18  3/28/20 1/17/22 11/7/123  8/28/25

Background Data Summary: Mean=0.04052, Std. Dev.=0.00299, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.04189, Std. Dev.=0.00199, n=9. Insufficient data to test for seasonality: data
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9481, critical = 0.764. Kappa were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8522, critical = 0.764. Kappa
=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

=1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV

Constituent: Lithium Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

Within Limit Prediction Limit

Intrawell Parametric

0.048 | | MW-9 background 8 | | MW-1 background
*
0.0384 + 2.4 T
* MW-9 compliance n * MW-1 compliance
S 0.0288 5 1.8
£ =%
Limit = 0.0473 Limit = 2.251
0.0192 1.2 1
*
0.0096 0.6
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25 8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=0.04291, Std. Dev.=0.002258, n=9. Insufficient data to test for seasonality: data Background Data Summary: Mean=0.8369, Std. Dev.=0.7282, n=9. Insufficient data to test for seasonality: data were
were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.931, critical = 0.764. Kappa = not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8748, critical = 0.764. Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075. 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Lithium  Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Lithium, Radium Combined Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025
7/30/2025
8/28/2025

MwW-7

0.0417
0.0411
0.0406
0.037

0.0389
0.0361
0.0462
0.0409
0.0422

MW-7

0.0449

Mw-8

0.0436
0.0402
0.0421
0.039

0.0436
0.0392
0.0417
0.0437
0.0439

Mw-8

0.0485
0.0485
0.0562

MwW-9
0.0425
0.04
0.0445
0.0399
0.0458
0.046
0.0431
0.0431
0.0413

MwW-9

0.0415

MW-1
0.899
0.171
0.36
237
1.42
0.46
0.142
1.21
0.5

MW-1

0.76



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

E
[}
Limit = 2.337
1.2 F-
06 M
0

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=1.162, Std. Dev.=0.6049, n=9. Insufficient data to test for seasonality: data were

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.938, critical = 0.764.

Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG
Hollow symbols indicate censored values.

Within Limit Prediction Limit

Intrawell Parametric

| | MW-6 background

A

* MW-6 compliance

l\

1
o% g

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

pCi/l

Background Data Summary (based on square root transformation): Mean=1.071, Std. Dev.=0.4958, n=9. Insufficient
data to test for seasonality: data were not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated =

0.9037, critical = 0.764. Kappa = 1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

B MW-10 background

2.4 1
4 MW-10 compliance
1.8

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

3 [ | MW-2 background
2.4
* MW-2 compliance
= 1.8 1
2
* Limit = 2.023
1.2
0.6
0+

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=1.021, Std. Dev.=0.5157, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9738, critical = 0.764.

Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Intrawell Parametric

| | MW-7 background

1.6

. * MW-7 compliance
1.2

Limit = 1.732
0.8
0.4
[T]

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

pCi/l

Background Data Summary: Mean=0.8283, Std. Dev.=0.4652, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8944, critical = 0.764.

Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Constituent: Radium Combined Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV

Prediction Limit

latan Utility Waste LF  Client: SCS Engineers

Data: latan 2025

8/18/2016
9/29/2016
11/9/2016
12/21/2016
2/3/2017
5/24/2017
71512017
8/17/2017
10/5/2017
5/15/2025

MW-10 MW-10
15
1.34
0.816
0.925
2.4
0.176
1.1
0.889
1.31
1.19

ND substitution: RL or RL/2 if <15% NDs.

MW-2
0.142
0.884
0.707
1.84
1.23
0.495
1.28
1.21
1.4

MwW-2

1.48

MW-6
0.624
1.39
0.629
1.53
4.46
0.064
1.37
1.24
0.974

MW-6

<0.262

MwW-7
1.011
0.746
0.349
1.47
1.51
0.306
0.762

0.301

MW-7

1.38



Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG Sanitas™ v.10.0.27 Software licensed to SCS Engineers. UG

Within Limit Prediction Limit

Within Limit Prediction Limit
Intrawell Parametric

Intrawell Parametric

| | MW-8 background 4

| | MW-9 background
2.4

3.2 1

* MW-8 compliance

* MW-9 compliance
1.8 : 2.4
m Limit = 2.374 Limit = 3.384
12 \l L * 1.6

0.8

L da !

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

pCi/l

pCi/l

0.6 1

8/18/16  5/18/18 2/15/20 11/15/21 8/15/23  5/15/25

Background Data Summary: Mean=1.062, Std. Dev.=0.6751, n=9. Insufficient data to test for seasonality: data were
not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.8921, critical = 0.764. Kappa =

Background Data Summary: Mean=1.424, Std. Dev.=1.009, n=9. Insufficient data to test for seasonality: data were
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

not deseasonalized. Normality test: Shapiro Wilk @alpha = 0.01, calculated = 0.9636, critical = 0.764.

Kappa =
1.942 (c=7, w=7, 1 of 3, event alpha = 0.05132). Report alpha =0.001075.

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV

Constituent: Radium Combined Analysis Run 9/19/2025 2:32 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025



Prediction Limit

Constituent: Radium Combined Analysis Run 9/19/2025 2:45 PM  View: CCR LF IV
latan Utility Waste LF  Client: SCS Engineers  Data: latan 2025

Mw-8 Mw-8 MwW-9 MwW-9
8/18/2016 0.123 1.041
9/29/2016 0.089 211
11/9/2016 1.82 0.984
12/21/2016 1.07 3.16
2/3/2017 1.69 2.39
5/24/2017 0.691 0.083
71512017 1.73 1.31
8/17/2017 1.52 1.56
10/5/2017 0.828 0.175

5/15/2025 127 0.468 (J)



Prediction Limit
latan Utility Waste LF Client: SCS Engineers  Data: latan 2025  Printed 9/19/2025, 2:45 PM

Constituent Well Upper Lim. Lower Lim. Date Observ. Sig. BgN %NDs Transform Alpha Method

Arsenic (mg/L) MW-1 0.0197 n/a 5/15/2025 0.0118 No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-10 0.02379 n/a 8/28/2025 0.00776 No 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-2 0.02428 n/a 5/15/2025 0.0232 No 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-6 0.03162 n/a 5/15/2025 0.0224 No 9 0 xN(1/3) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-7 0.04519 n/a 5/15/2025 0.00561 No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-8 0.01022 n/a 7/30/2025 0.00839 No 9 0 No 0.001075 Param Intra 1 of 3
Arsenic (mg/L) MW-9 0.01749 n/a 5/15/2025 0.0149 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-1 0.2997 n/a 5/15/2025 0.362 Yes 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-10 0.2462 n/a 5/15/2025 0.243 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-2 0.2293 n/a 5/15/2025 0.228 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-6 0.3442 n/a 5/15/2025 0.335 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MWwW-7 0.3575 n/a 5/15/2025 0.295 No 9 0 No 0.001075 Param Intra 1 of 3
Barium (mg/L) MW-8 0.2396 n/a 5/15/2025 0.252 Yes 9 1] No 0.001075 Param Intra 1 of 3
Barium (mg/L) MWwW-9 0.3465 n/a 5/15/2025 0.326 No 9 0 No 0.001075 Param Intra 1 of 3
Cobalt (mg/L) MW-1 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-10 0.01 n/a 5/15/2025 0.00207 No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-2 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-6 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MWw-7 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MWwW-8 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Cobalt (mg/L) MW-9 0.01 n/a 5/15/2025 0.002ND No 9 100 n/a 0.004675 NP Intra (NDs) 1 of 3
Fluoride (mg/L) MW-1 0.3073 n/a 5/15/2025 0.252 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-10 0.7708 n/a 5/15/2025 0.521 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-2 0.3643 n/a 5/15/2025 0.399 Yes 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-6 0.3541 n/a 5/15/2025 0.302 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-7 0.4195 n/a 5/15/2025 0.394 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-8 0.4639 n/a 5/15/2025 0.415 No 9 0 No 0.001075 Param Intra 1 of 3
Fluoride (mg/L) MW-9 0.4702 n/a 5/15/2025 0.375 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-1 0.05656 n/a 8/28/2025 0.0534 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-10 0.05991 n/a 5/15/2025 0.0545 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-2 0.05969 n/a 5/15/2025 0.0558 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-6 0.04164 n/a 5/15/2025 0.0398 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-7 0.04633 n/a 5/15/2025 0.0449 No 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-8 0.04575 nl/a 8/28/2025 0.0562 Yes 9 0 No 0.001075 Param Intra 1 of 3
Lithium (mg/l) MW-9 0.0473 n/a 5/15/2025 0.0415 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-1 2.251 n/a 5/15/2025 0.76 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-10 2.337 n/a 5/15/2025 1.19 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-2 2.023 n/a 5/15/2025 1.48 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-6 4135 n/a 5/15/2025 0.131ND No 9 0 sqrt(x) 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-7 1.732 n/a 5/15/2025 1.38 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-8 2.374 n/a 5/15/2025 1.27 No 9 0 No 0.001075 Param Intra 1 of 3
Radium Combined (pCi/l) MW-9 3.384 n/a 5/15/2025 0.468J No 9 0 No 0.001075 Param Intra 1 of 3
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Opticns

Data Output  Trend Test Control Cht  Prediction Lim  Tolerance Lim  Corf/Tol Int  AMOWA  Welchs  COther Tests

Exclude data flags: i

Data Reading Options
© Individual Observations

() Mean of Each: Morth
() Median of Each: Season

Mon-Detect / Trace Handling...
Setup Seasons...

[J Automatically Process Resamples...

Save Settings As...  Load Saved Settings... = Defaults. .. Edit INI File =] QK Cancel

Mon-Detect / Trace Handling

-

Mon-Detects (<MDL or <PQL)

Replace Reporting Limit with:
© No Replacement (") Median RL () Highest RL () Most Recent RL

[ Use Atemate RL when found in Database

Substitution Method:
O RL except RL/2 when NDs < 15% () AL ) RL/2

Trace Values
Trace Fag for trace values of the form ‘observationflag) or "<PQLFag))

[+ W (O TR... () JorTR...

Replace PQL with:
© Mo Replacement () Median PQL () Highest PQGL ) Most Recent PQL
B Use Atemate PGL (or ‘RL2) when found in Database

Substitution Method for values of the form <MDL+PQL

O (MDLsPQLY2Z O PaL O PQLs2
(] Use Observed Value when available (a2 in "<MDL+PQL+Observed"”)

Substitution Method for values of the form <PQLtrace flag)
) PQL/2 O raL

0K Cancel



Opticns

Data Output  Trend Test Control Cht  Prediction Lim

[T Black and White Output
B Four Plats Per Page
B Aways Combine Data Pages...
B Include Tick Marks on Data Page
[ Page Break Between Constituents
) Use Constituent Name for Graph Title
) Draw Border Around Text Reports and Data Pages
B Enlarge/Reduce Fonts (Graphs): 100%

B Enlarge/Reduce Fonts (Data/Text Reports):  100%
B Wide Margins {on reports without explicit seﬂirF
] Use CAS# (Not Const. Name)

() Truncate File Namesto 20 Characters

[ Include Limit Lines when found in Database...

() Show Deselected Data on Time Series  Lighter

] Show Desslected Data on all Data Pages  Lighter

Setup Symbals and Colors...

Tolerance Lim  Conf/Tel It ANOVA  Welchs  Other Tests

[C) Black Legend Test {vs. line colors)

B Prompt to Ovenwrite/4ppend Summary Tables

[J Round Limitsto 2 Sig. Digits (when not set in data file)
[ User-Set Scale

B Indicate Background Data

[ Show Exact Dates

(] Thick Plot Lines

Zoom Factor: % v

Qutput Decimal Precision
() Less Precision

© MNomal Precision

() Mare Precision

B Store Print Jobs in Muttiple Constituent Mode | Store All Prirt Jobs...

Printer:  Adobe FDF

Save Settings As... Load Saved Settings...  Defaulis...

~ || Printers...

Edit IMNI File =] 0K Cancel

Opticns

Data Output  Trend Test Control Cht  Prediction Lim  Tolerance Lim  Conf/Tol It~ ANOWA ~ Welchs  Cther Tests

[J Use Modtfied Mlpha... 0.02

B Test Residuals For Normality (Parametric test only)  using Shapiro-Wilk/Francia ~ | at Alpha = 0.01 e

[[J Continue Parametric if Unable to Normalize
Transformation (Parametric test only)
0 Use Ladder of Powers
(O Matural Log or No Transformation
() Mever Transform
() Use Specific Transformation:

[[] Use Best W Statistic
[CJ Plat Transformed Values

Use Mon-Parametric Test (Sen's Slope/Mann-Kendall) when Non-Detects Percent = 75

() Include 95 % Confidence Interval around Trend Line

Only when Trend is Significant

Include Details of Interaction with Limit Lines (f applicable, in Multiple Constituent mode)

[ Automatically Remave Outliers (Parametric test only)
[J Limit data to

most recent values {dropping any earier observations)

Note: there is no "Always Use Non-Parametric” checkbox on this tab because, for consistency with prior versions, Sen’s Slope /
Mann-Kendall {he non-parametric attemative) is available as a report in its own right, under Analysis->Intrawell-=Trend.

Save Seftings As...  Load Saved Settings... = Defaults...

Edit INI File = OK  Cancel



Options

Data  Output Trend Test Control Cht Prediction im  Tolerance Lim  Conf/Tol It ANOVA ~ Welchs  Other Tests

Transformation
© Use Ladder of Powers
B Test for Nomalty  using Shapiro-Wilk/Francia ~ | at Mpha =0.01 ~ () Natural Log or No Transformation
B Use Non-Parametric Test when Non-Detects Percent > 50 O Never Transform
- () Use Specific Transformation:
Use Aitchison’s Adiustment -~ when Non-Detects Percent = 15 )
Ml Matural Log
[J Optional Further Refinement: Use when NDs % > g5 [ Use Best W Statistic
) Use Poisson Prediction Limit when Mon-Detects Percent > 50 ] Plot Transformed Values
Deseasonalize (Intra- and InterWell) IntraWell Cther
© | Seasonality Is Detected [_] Stop i Background Trend Detected at Alpha = 0.05
() I Seasonality Is Detected Or Insufficient to Test B Plot Background Data
(O Mways (When Sufficient Data) (O Never Ovenide Standard Deviation:
[ Mways Use Non-Parametric Ovenmide DF: COvermide Kappa:
Facility o ) }
Statistical Evaluations per Year: 7 () MAutomatically Remove Background Outliers
Constituents Analyzed: 7 () 2Taled Test Mode...
— B Show Deselected Data  Lighter R
Downgradient (Compliance) Wells: 7
Maon-Parametric Limt =  Highest Background Value
Sampling Plan o -
Comparing | Individual Observations " Non-Parametric Limit when 100% Non-Detects:
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